VIENDMENT OF SOLICITATION/MODIFICATION OF CONTRACT

1. Contract Number Page of Pages

DCAM-2010-B-0171-001 1 1
2. Amendment/Modification Number 3. Effective Date 4. Requisition/Purchase Request No. 5. Solicitation Caption
DCAM-2010-B-0171-001 20-Aug-10 See Below
6. Issued By: Code| 03B 7. Administered By (If other than line 6)
Department of Real Estate Services Department of Real Estate Services
Contracting and Procurement Division Contracting and Procurement Division
2000 14th Street N.W., Suite 500 2000 14th Street N.W., Suite 500
Washington, D.C. 20009 Washington, D.C. 20009
'3, Name and Address of Contractor (No. Street, city, country, state and ZIP Code) | (X) [9A. Amendment of Solicitation No.
DCAM-2010-B-0171-001
9B. Dated (See Item 11)
12-Aug-10
| 10A. Modification of Contract/Order No.
! 10B. Dated (See Item 13)
Code | Facility|

11. THIS ITEM ONLY APPLIES TO AMENDMENTS OF SOLICITATIONS

_|The above numbered solicitation is amended as set forth in Item 14, The hour and date specified for receipt of Offers | |is extended,|x Iis not extended.

Offers must acknowledge receipt of this amendment prior to the hour and date specified in the solicitation or as amended, by one of the

following methods: (a) By completing Items 8 and 15, and returning

amendment on each copy of the offer submitted; or (c) By separate letter or fax which includes a reference to the solicitation and

amendment number. FAILURE OF YOUR ACKNOWLEDGEMENT TO BE RECEIVED AT THE PLACE DESIGNATED FOR THE RECEIPT OF OFFERS

PRIOR TO THE HOUR AND DATE SPECIFIED MAY RESULT IN REJECTION OF YOUR OFFER. If by virtue of this amendment you desire to change

an offer already submitted, such change may be made by letter or fax, provided each letter or telegram makes reference to the
~izitation and this amendment, and is received prior to the opening hour and date specified.

1  copy of the amendment: (b) By acknowledging receipt of this

ji2. Acbounting and Appropriation Data (If Required)

13. THIS ITEM APPLIES ONLY TO MODIFICATIONS OF CONTRACTS/ORDERS,
IT MODIFIES THE CONTRACT/ORDER NO. AS DESCRIBED IN ITEM 14

(X) |A. This change order is issued pursuant to: (Specify Authority)

The changes set forth in Item 14 are made in the contract/order no. in item 10A.

B. The above numbered contract/order is modified to reflect the administrative changes (such as changes in paying office, appropriation
data, etc.) set forth in item 14, pursuant to the authority of 27 DCMR, Chapter 36, Section 3601.2.

C. This supplemental agreement is entered into pursuant to authority of:

D. Other (Specify type of modification and authority)

JRTANT: Contractor |__[is not,

|x |a's required to sign this document and retumn

copy to the issuing office.

: Description of amendment/modification (Organized by UCF Section headings, including solicitation/contract subject matter where feasible.)

The subject solicitation is hereby amended as follows:

(1) Please delete and replace solicitation requirements within J.1.5. in accordance with Attachment A.

_(2) Shop Drawings (Attachment B)

271 All other conditions remain the same.

i as provided herein, all terms and conditions of the document referenced in Item (9A or 10A) remain unchanged and in full force and effect

“lame and Title of Signer (Type or print)

16A. Name of Contracting Officer
Wilbur Giles

55, Name of Contractor

(Signature of person authorized to sign)

15C. Date Signed

#nature of Confracting Officer)

16C. Date Signed
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Attachment A

J.1.5

Page 2 of the subject solicitation is hereby revised to add the following for item 1

Perform an assessment of the Fire Alarm System by factory authorized independent
third party on the “Notifier” Fire Alarm System and provide an assessment report.
Clear all troubles included in the report but not limited to the following:

* Administration second floor audible visual devices not synchronized.
e SE2 cell block audible visual devices not synchronized (health hazard-
epilepsy area).
Basement audible visual devices not synchronized (health hazard).
e  One trouble NAC/Pull station offline in Cell block SE-1.

Page 2, Item No. 5 of the subject solicitation is hereby revised as follows:

Furnish Security Cages in the cell blocks for the Smoke Detectors and the
Horn/Strobes based on the A/E approved shop drawings. The installation
of the cages shall satisfy the security level of the jail. The security cages of
the fire alarm devices may need to be equipped with a conduit spacer and
extender, capable of accommodating various conduit configurations and
field conditions. The conduit spacer/extender shall be of similar material
as the security cages. The provision of a conduit spacer and extender shall
not alter the security rating and integrity of the cages.

Page 3, Item No. 6 of the subject solicitation is hereby revised as follows:

The installation of the conduits shall satisfy the security level of the
facility i.e. replacement of the as installed screws with tamper proof

screws in the cell blocks for all the conduits having screws below the
height of 9ft 6inches.

Page 3, Item No. 10 of the subject solicitation is hereby revised to provide a total of
24 hours of training in lieu of 18.5 hours:

a) Roll Call Training Remote Graphic Displays located in Bubbles for
officers use (1 Hour 30 Minutes= 10 minutes per shift for 3 Days)

b) Fire Alarm Panel Operators Level Training and Maintenance Manager &
Fire Safety Specialist (8 hours)

L Password Disable/Enable for In-House or Vendor services (2
hours)
II. Troubles (2 hours)



Attachment A

IIl.  Supervisory (2 hours)
Iv. In-House Preventative maintenance Detector Head
Replacement & Pull Station Practical (2 hours)

b E In-House Preventative Maintenance Sprinkler Heads Practical
(2 hours)

VL. How to use laptop and purpose for information gathering
(2 hours)

VI Questions and Answers (1 hour)

¢) Command Center 24-hour Monitoring Station training on Graphic
Display and how to operate keys (1 hour 30 minutes=10 minutes per shift
for 3 days)

Page 5 of the subject solicitation is hereby revised to add item nos. 23, 24, 25 and 26 as
noted below:

23)

24)
25)

26)

Provide interface of the Fire Alarm System to the building EMS computer and
printer. Provide wiring, conduits and interface equipment to accomplish this
requirement. Provide software and hardware system as needed for graphically
(with floor plan)monitoring of each device of the cell blocks and administration
building. EMS computer is located at the penthouse. Provide connections (wires
in conduit and connectors).

Fire Alarm System interface to the EMS for secondary monitoring and
reporting through the use of a BACnet portal gateway/router and all required
accessories. At a minimum, the portal shall be a conformance Class 3 device,
which resides in EMS Ethernet TCP/IP backbone. The main Fire Alarm Control
Panel shall serve as the primary reporting station. Provide software at the EMS
computer to graphically indicate and display. All devices through the facility
indicating floor plans and location of each device. Connect to building
automation using ASHRAE/ANSI protocol. Provide BACnet portal, router and
all needed wiring. Interface and connect new fire alarm devices to the EMS
system of the building. Coordinate with EMS supplier of the facility. Interface
wiring to run in Galv. RSC conduit run concealed.

Reduce the audio settings of each horn/strobe device to the lowest setting.
Hardwire the Exit Signs on the roof.

The requirement for the Fire Alarm System satisfactory installation and its testing
for the Beneficial Occupancy shall be performed and certified by a licensed
independent third party inspector.
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ADVANCED
(CONSULTING
ENGINEERING, P.C.

Mearch 30, 2010

Government of the District of Columbia
Office of Property Management, CCSA
2000 14* Street, NW, 5% Floor
Washington, DC 20009

Attn: Ronald Bloom
Satish Bagai

Re; Fire Alarm Device Enclosures
Fire Alarm Upgrade at D.C. Jail
ACE Project No. 01461

Dear Sirs:
We have reviewed the forwarded submittal and have the following comments:
1. Smoke D ¢ Sto, with Conduit § : “Make Corrections Noted”

a. Clarify that the enclosure is rated for installation for the sccurity level of the facilitics.

b. The method of attaching the device to the surfaces and to the spacer shall be in
compliance with installation for the security level of the facility.

¢. The conduit terminations shall be made so that the device will maintain their level of
security classification.

2. STI Hom and Strobe Damage Stoppers and Accessories: “Make Corrections Noted”

a. The enclosures, the spacers and the method of their installation shall be rated for the security
level of the facility.

The above action is for performance only. Quantities, dimensions, locations, coordination with all trades,
compliance with all codes and jurisdictional approval shall be the responsibility of the contractor.

Review of submittals is for general compliance with design drawings and specifications and is not a
detailed cxamination of cach specific device. Failure of the reviewer to note any error, discrepancy or
omission in the submittals does not relieve the contractor of his responsibilities to provide proper
cquipment in compliance with construction documents, design intent and industry best standards.

If we may need to clarify any of the above, please feel free to call us.

Sincerely,

e

George T. Konstantopoulos, P.E.

GTK/ep
Enclosures: 1 copy of each shop drawing

ACEC

MEMBER
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Smoke Detector Damage Stopper® with Conduiit Spacer -
Stainless Steel
STI-8230-S8

W.tzmmﬂ cover I recommended for areas where abuse is severe. Essy to
& helps esmure that the smoke detector will remain aperational In wihare vandalism
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resistant herdware
STI-8230-85 FEATURES
Blouze goer baggee
Sedinril i \_‘lf,_]“‘ © Extremely sirong 1.2 mem stalnless stee),
' e Reg ded for food ing plants,
® Appedling appesrance
3 i o Cover is for strface mouniad smoke detechors
ol el W o For flush mount stations see ST} 8200-8S
b F % . m“mnmmm,mmmw
*ﬁﬁi" » Tamper resistant hardvware avaiabie

® Simple remoyal for servicing detecior
e Lifetime guarantse against braskage in normal use

UL Listed to U.S. safely standards for use with (Mo sensitivity adjustment needed):

* Sysiem Sensor model SED-2251
o FCl model ASD-PL
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STI Smoke Detector
Damage Stopper®

pactllc sunkn =
s o SN-8200-W

PRODUCT OVERVIEW

Stainless Steel FEATURES
This heavy-duty, 1.2 mm stainless steel cover fealures @ natural resiStance 10 COMOSION. b yexty comteg s oo fooe et
This makas it an excellent choice for any application whera food is present as well as delestors with or wilhout condull.
use in watsr treatment plants and correclional facilities. It is avallable for fiush mount - UL Listed t0 US. and Cenedian safety
(STI-8200-SS) or with an available conduit spacer for surface mount {STI-8230-SS, ool e
shown}. Easy to instal, it helps assure that the smoke detector will remain operagonal - Helps assure smoke delectors will be
in appdlcanuns where vandalism and accldental damage are caushg Ialse fire alarms or operational when needed.
high maintenance costs. - - Exceptional darability.

) - Easy Installation and easy removal for
Coated Cold-Rolled Steel serviclng detectors.

- Tamper cesistant hastware Inchudad for
Here is a protective cover for persons who prefer the strength and durabifity of steal but smf::: models.

nesd not be concerned with the presence of food In the area. It is fabricated from'1.5 - hesthetlcally pleasing with the cholee of

mm cold rolled steel with a white cofrosion-résistart polyester coating. As fhe sfaifless staialess slee! or coated cold rolled stel,

steed cover, it Is available for flush mount (STI-8200-W) or with a spacer for surface : ::;‘;‘ proteet g’m‘;‘:“’“m"ﬂ
R mount {STI-8230-W). Surfaoe models include tamper- raaistant fasteners for addecl iifeliiee yasrailin ApAE SeRkicige

protection agalnst vandallsm Tamperproof fastners are available for flush models. nosmal use.

————

Sslety Technology

For more information, call 1-800-888-4784 {4STI) or visit www.sti-usa.com nternational, Inc.




STI Smoke Detector Damage Stopper®

Dimensions and Technical Information

MODELS AVAILABLE APPROVALS & WARRANTY

Stainless Sieel (1.2 mm) TESTING

8TI-8200-S8  Smoko Dalector Damage Stopper - lush mount - " STI-8200 and STI-8230 models are UL Listed {Mo. S3504) for use
slainless slesl . fustment need : ‘

STI-8230-58  Smoke Delector Damage Stopper with conduil spacer mmm@m m o
- surface mount - stainless steel - FCJ Modal ASD-PL

Gold Rolled Steef coated white (1.5 mm) e

STI-8200-W Simoke Detevtor Damage Stopper - fust: muent - white « Hot 1 TCa0881001)
curlied gloot : : ULC Listed for use with:

ST1-8230-W  Smoke Detector Damage Stopper wilh conduiit spacer . Slemens EP11C
- surtace mount - white coated steel

— I i) - California Stale Fire Marshal
/.»"Acc shkdiies L Mo, 7300-1418101
suB-g2 lamper proof slainless sleel screws lor flush mouuteD
. _covers o WARRANTY
ST1-8170 Polycarbonate nwunting backplale Lifetime guarantee against breakage In norma usa.

5TI-8201-85  Steinlass slee] spacer for conduit applications
STI-8201-W  Cold rofled steel s;ia_(?e!?or oofujuh applications

9in. (22Rmm)
Bin(203men) 4
—=130in Emﬁq—
il SPACER

GUARD
Jin{7seren)

I

L8 . (203men)

PRODUCT DIMENSIONS

¥l Safety Technology

nternational, Inc.

Frin'ed i LLS.A.. © 2009 Satety Technology Intemalional, tng



Safety Technology International, Inc. Safety Technology International (Europe) Ltd.

2306 Alrport Road + Waterford, Michigan 48327-1209 Unit 496G Plpers Road - Park Form Industrial Estate « Redditch
Phone: 248-673-9898 - Fax: 248-673-1246 Worcestershire = B98 OHU - England - Tel: 44 (0) 1527 $20 999
Toll Frae: 800-888-4784 * E-mall; info@sti-usa.com Fax: 44 (0) 1527 501 999 - Freephone: 0800 085 1678 (UK only)
Web: wwwisti-usi.com E-mail: Info@stl-curape.com « Web: wwwsti-europe.com

UL LISTING INFORMATION:
Models STI-8200-X and ST1-8230-X are UL listed for either ceiling or wall
mounting in elther flush or surface mount configurations for the following

ST RECOMMENDS THE USE oF T8 PLATLTO smoke detectors: System Sensor model S5D-2251, FCI model ASD-PL, Secutron
A s s LK I model MRI-2251, ESD model 2251F, and Honeywell model TC806B10011.
THE FOUR (4) MOUNTING HOLES MAY HAVE TD
BE ENLARGED OR RE-DRILLED,
STR3207=55 STAINLESS SYEIL SPACER 19033 ANCHOR
5T118201 ﬂqn_.m% hﬁsﬁﬂ (4) PROVIDED
USING EITHER SPACER
EISTING SMONE TEMPLATE
OETECTOR "nusiﬁg (4) 1/4 DIA.
HOLES AS SHOWN
VIEW SHOWING SPACER INSTALLATION
WETH CONDUIT ENTRY
e — — ) Yot
9 In. (228mem)
_ 8 In.(203mm)
amr. SPACER
19066 ALLEN HEAD SCREW #1024 1 172 19065 SCREW #10  1+1/2 d7imm) SEARD 4
(4) PROVIDED (4) PROVIDED 3 In{76mem)
SURFACE MOUNY INSTALLATION F T _
PART NUMBERS PART NUMBERS 8 . (203mm)
STI-8230 — STAINLESS STEEL STI-8200-$5 ~ STAINLESS STEEL PRODUCT DIMENSIONS
STi-8230 - COLOR: WHITE STI-8200-W - COLOR: WHITE

INSTALLATION OF STI-8200 SMOKE DETECTOR GUARD

All specifications and informatlon shown were current as of publication, and are subject to change without notice,

BI0LS AT H00K




STI Horn/Strobe
Damage Stoppers®

N0 EXCEPTIGH TAKEN D) MAKE CORRECTIONS ROTED
* REJECTER O REWISE AND RESUBMET O

 SUBKAT SPECIFIED FTEM
CHECNG 1S ONLY FOR GENSRAL CORFORMANCE WITH THE DESIGR
CONCEPT OF THE PROJECT AND GENERAL COMPLANCE WITH THE
HFCRMATION SIVEN I THE CONTRAGT DOCHREENTS AMY RCTION
S & SUBJECT T THE REDURAENESTS OF THE PLANS AND
, SPECIFGATIONS, COMTRACTIA K FESTONSIBLE FOR: DIEIENSIONS
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STL12198 STHI221E ATVARCED CONEULTING ENGINEERNG, PC.

w230 2010w 6T
M) ¥ ATHX D LETrER

MEA
S
shoe2F SM1225
FEATURES
- Helps prevent accidental and
intentianal damage or vandalism.

PRODUCT OVERVIEW o
These virtually indestructible covers (slotted for hom or speaker units and solid for - Various backbox and spaces depths
strobe-only alarms) are designed to stop vandalism and accidental damage. Molded are available to accommodate
of clear, thick, UV-stabilized polycarbonate material, they are backed by a fifetime e
guarantes against breakage in normal use. Slots in the STI-1210, 1215, 1217 and 1219 SN ——
allow the horn to be heard. The STI-1221, 1225, 1227 and 1229 are for strobes only. information,
Many tough, clear spacers are available for larger strobe/horn units, retrofits, surface- - Typical working properties of
mount and weather resistant applications. For the STI-1210/1221 series, spacer A has Fjgﬂt';“;’jg are 0"t 250°F
3  four inch deep enclosed backbox, spacer B has an enclosed backbox molded with _éa i c;lhlr’ ——
an amegra! double-gang cutlet box. cSpa«'.:er G has an open back for retrofit applications. . See STI-1228HTR heated NEMA 42
Spacer D zccommodates desper units and applications with exposed conduit electrical enclosure for strobes in freczing
connections. Spacer E has an open back frame for flush-mount applications. An conditions.
appliancs mounting plate comes with the STI-1219/1229. Unique Enviro Kits are 'ﬂﬁ;ﬁ;‘imh
available for extrems conditions where dampness or water is present. narmal use.

/ T
For more information, call 1-800-888-4784 {48TI) ox wisit - /= sihus = c{ 'f I m ;m?

.



MODELS AVAILABLE

STI-210A  Hoin/Slrabe Damage Slopper cover and enclosed. ..
backbox, 4° deep, waalhsr resistant

STi-1210B  Hora/Slrobe Damage Stopper cover and enciosed
backbox with double-gang oulld bax

ST210C  Horn/Slrobe Damage Slopper cover open backbox
with external mounting fabs

STI-12100  Hom/Stroba Damage Stopper cover aitd open
backbox with condtlf knockout

STI-1210E  Hom/Shrobe Daméda Stopper cover and open
backbox for flush mount

STi-1221A  Slrobe Damage Slopper cover and cnclosad
backbox, 4* deep, weatherprool with drain vent,
NEMAJR s

STI-1221A4X Strobe Damage Stopper cover and onclosed
bachkbox, 4° deep.“ﬁé;aﬁwmmd, NEMA 4%

STI-122iB  Sirobe Darnage Stoppér cover and sofidd enclosed
backbox and double-gang oullst box

STi-1221C  Strobe Damage Slopper cover and open backbox
with external mounling tabs

$T1221D  Skobe Damage Stopper caver and opan backhax
with conduil knoclobf

ST-1221E  Strobs Damage Slopper cover and open backbox
for flush mount -

sUB-84 Tamper resistant screws

5UB-121 Enviro Kit for I and £ modals

sus-122 Enviro Kit for 8 and G models

SUB-06287D D" spacer only

SUB-08237E "E spacer only

STi-1283 Backpiate for “D" and “E” inodels

19038 Bil for famper regiatand screws

SUB-82978203/4" conduil hub for “B* and “G” backbox

ouldoor rated] _

| @
>k

HEIGHT L e
ST-1210 sTi-1221
: ST!—!éiOSeries HD;’;I_f_s:-t}l;be Eo@.rs- _S'}.I-i221 SBrle; s-trobe Covers
iSpacer  H oW B 4 M W
: 85in.  65in, 625in. ; BSh. 65  6.25n,
¢ A @i6mm) (185mm) (158mm) | (2160 (165mm) {159mm)
| 8sin  65in. 35 | 85in.  65in  45m
® eimm) (165mm) (83mm) | (218mm) (6Smm) _(eSmm)
i 85in. 65Ih 4750 | 85k G5 475k

¥
i

C j(etemm) (165mm| (120mm) | (216mm) (185mm) (120mm)

 BSin. 65 575, 85in.  65in. 575in

D gmanun) (185mm) {146mm) im[:!lElllrn} (165mm) (14Gmm)

. 85, BBl 4in. | 86 850 4in.

E ‘;[21{1‘::&1?\\ {t685m)  (1020mm) il'dlﬁﬂml) {tESomn})  (1020un)

C SPACER

STI Horn/Strobe Damage Stoppers®

Dimensions and Technical Information

APPROVALS & WARRANTY

TESTING

it has bean lested and spproved or listed by:

- Undervriter Laboraloriss and Ganadlan UL Fila 37025

- cUL approval for UL 1638 oy

- GSFM needs local approval

- MEA STI-1210 and STI-1221 serles only

- UL Listed for fire voice speakers for STI-1210 series only

- ADA Comgplianmt

WARRANTY

Litietime guaraniee against breakags of polycarboriate in normal uss,

Performance Review Manufaciurer

S71-1210 SERIES

ADT SECURITY {ADTGI-V Series), ESTADWARDS(G 1V Sevios,
G1-HV Serles, G1-HOV Series, EGI-V Series, EG1-H4V Serigs,
EG1-HOV Seras), PALSGI-V, XLEGI-HV, XLSi31-
HOV Series), MIRCOM (MGI-V, MG1-HV. MGI-HaV Serlas),
SIEMENS {G1-V Serdes]. ZITON PTY LYD ZG1-V Series)

EST/EDWARDS {24405, 202 Series), HONEYWELL (XLS202
Series), MIRCOM (MS Serles), MIRTONE (MG1-V Setles),
SIEMENS (202 Serles)

AMSECO-(SL24¥/-153075 CLEAR, A. B, G or R,
SL24C-3075110 A, B, G or R, CSLZAW-A, B, G or R, GSL24C-A,
B, G or R), MIRCOM (FS-240), POTTER ELECTRIC (AS-24-
E53075R, AS-24-163075WISYSTEM SENSOR (SS24110ADA)

SYSTCM SENSOR (P2, PC2, P4, PC4, SX, 5C)

STi-1221 SERIES

AMSECO-{SL24W-153075 CLEAR, A, B, G or &,
SL24C-3075110 A, B, G or R, GEL24V/-A, B, G or B, CSL24C-A,
B, G or B), MIRCOM IFS-240), POTTER ELECTRIC {AS-24-
153075R, AS-24-153075W)

DETRCTION SYSTEIMS {GES24 Sevies), GENTEX (GES24
Setieg), HARRINGTON SIGNAL (GES24 Series), NATIONAL
TIME & SIGNAL (GES24 Series), SECUTRON (GES24 Serias)

.\\DTSEGURII’Y(NJTG1-VS¢|I‘:S). EST/EDWARDS (G1-V Serles,
G1-HV Berles, G1-HOV Setles, EG1-V Serdes, EG1-HV Series,
EGI-HOV Series), HONEYWELL {XLSG{-Y Serles, XLSG1-HV
Swies, XLSG |-HOV Seres), MIRCOM (MG1-V, MGI-HV, MG -
I:-;[giv ;"-]arlns). SIEMENS (G1-V Series), ZITON PTYLTD. PGV
B
AMESCU [BL24W- 163075), SYSTEM SENSOR (SS24110ALA)
EST/EDWARDS (24405, 202 Series), HONEYWELL (x.5202
Series), MIRCOM {MS Serias), MIRTONE (MG1-V Setios),
SIEMENS (202 Series)
FARADAY LLC (2700)

SYSTEM SENSOR P2, PC2, P4, PC4, SX, 5C)
Use of hown/steube caver on 2udible ilevice dacreases the saund outjut by EUB(AY.

Uight Loss
%
40%
43%
7%
53%
28%
3%

342

3T
45%

5%
B1%

SPACER DESCRIPTION -
A Enclosed backbox, 4 deep (incivdes neoprens gaskel)
Adx Enclosed backbox, 47 desp REMA 4X (includes siicona gaskel)
B Enclosad backbox with double-gang outlet box
c Open backbex wilh external mounting tabs
D Open backhox with cendult knockout
E Open backbox for flush mowmt

D SPACER



STI Stopper® Dome

Dimensions and Taechnical Information

MODELS AVAILABLRE APPROVALS & WARRANTY
STI-1215 Stapper Dome for Homn/ Spesker/Strobe for fush YESTING
inount . 1t has been tested and a or listed by:
STI-1217 Siopper Dome for Hom/ Speaker/Strobe with upun -Und iter L abmahimcan adiar :’{ Fila 57005
backbox i vopatuci
STIM218  Stopper Dome for Hor/ SpeakedStrobe with = e g&;ﬁ;“"
enclosed backbox -Far rd fonsin C Dy b
STI-1225  Stapper Doms for Steabe only flush mount ":ls?bfuﬁ?pl pI'lcaI ons in Canacda, lo meet ¢UL, your sirobs
STi-1227 Stopper Dome for Strobe only with openr backhox - ADA Compliant
STi-1229* Stopper Dome for sirobs onfy with enclosed
backbox, NEMA 4% WARRANTY
STI-1212 Spacer kit Liltelime guarantee against breakage of polycarbonale in normal use.
5TI-1222 Enclosed backbox for Stopper Doms "
STi-1264  Single Gang Maunling Adapter for STI-1219 and ﬁf{’;ﬂ:i‘?ﬁ;‘;"ﬁmﬁ“‘"“m sl "“9";;'“‘
STi-1229 ADT SECURITY [ADTG1-V Serles), EST/EOWARDS (G1-V Serles, 20%
suB-a4 Tamper {eslstam SCIews %ﬂ:&?g‘h r:’i-ﬂgv&riea. EG1-V S‘eran;.ed E?;.;TSSGEKE;U
e T xliies b gaskes Serles, XLSG1-HOV Sties), MIRCOM (MG 1.V Serles, 1G1-HY
16038 6 for fomper o skl Sori Serdes, MG1-HOV Series), MRTONE (MG3-V Serfes), SIEMENS
‘Hazardous models available. See ST1-1229, (G1-V Series), ZITON PTY LTD (2G1-V SERIES)
AMSECC (SL24W-153075), AMSECO-CULORED LENSES 2%

{SL24W-153075 A, B, G or B, SL24G-3075110 A, B, G or A,
CSL24W-A, B, G or R, CSL24C-A, B, G or R), MIRCOM [FS-
240}, POTTER ELECTRIC (AS-24-153075R, AS-24-153075W)

/ FARADRY (2700), SIEMENS (LJ-MCS Seres) 23%
be— 7370 ooy — DETECTION SYSTEMS (GES24 Senies, GES24-15/75), GENTEX 7%
sH-1245 , STH1225 [GES24 Series, GEBzN-ﬁﬂE}, HARRINGTON SIGNAL (GES24
Serles, GES24-15/75), NATIONAL TIME & SIGNAL (GES24
Sedos, GES24-15/76), SEGUTAON {GES24 Serfes, GES24-
15775}
SYSTEM SENSOR (SS24110ADA] 26%
EST/EDWARDS (2440S Serles, 202 Serles), HONEYWELL 3%
(XL 5202 Series], MIRCOM (MS Sedes), SICAENS {202 Seriey}
o WHEELOGK (RS-24MOW) A%
WHEEL OCK (RSS-2400C) 8%
’ p— g SYSTEM SENSOR (P2, PC2, P4, PC4, S¥, SC) 39%
T e STI-1225/27/29 SERIES
SYSTEMSE#&OHM.PC?.MPD%.S’X.SCI 28%
WHEELOCK {RES-24MGW) 31%
o ! ADT SECURITY (ADTG1-V Sedles), EST/EDWARDS {G1-V Sarias, 32%
S111219 / s11229 G1-HV Serles, GI-HOV Serles, EG1-V Serles, EG1-HV Sevies,

EG1-HOV Serles), HONEYWELL (XLSGI.V Series, XLSG -4V
Sedes, XLSG1-HOV Serlas), MIACOM (MG -V Serlas, MG1-HV

oo USED If CONDUIT Sories, MG1-HOV Sorigs), MIRTONE (MG 1V Sziins), SIEMFNS
15 50T PRESDNT {G1-V Serios), 2TON PTY L1D. ZG -V SERIES) 3%
FARADAY (2700), SIEMENS (U-MCS Series) 4%

EST/EDWARDS (24408 Series, 202 Sedes), HONEYWELL
(RLS202 Series), MIRCOM (MS Series), SIEMENS {202 Serias) 35%

V/HEELOCK (ASS-24MCC) 3%
SYSTEM SENSOR (SE2110ADA) Ik

AMSECO |SL24W-153075), AMSECO-COLORED LENSES
{SL2AW-163076 A, B, G ar A, SLPAC-2075110 A, B, G ar

R, GSL24W-A, B, Q of R, GSL24G-A, B, G or ) SCM24W,
DETECTION SYSTEMS (GES26 Serlas, GES24-15/75), GENTEX
{GES24 Series, GES224-15/75), HARRINGTON SIGNAL {GES24
Sories, GES24-16/76), HONEYWELL (XLSG1-1IOV Series),
MIRCOM (FS-240), NATIONAL TIME & SIGNAL |GES24 Sedes,
GES24-15/75), POTTER ELECTRIC {AS-24- |53075R, AS-24-
153075W), SEGUTRON (GES24 Series, GES24-15/75)

Sound loas for STI-1215, 1217 and 1219
s Horns: Amseco Audlble Harn Sounders - 6.2 d8A
Speakers: Slemans Adapter Serlas (0.5, 1, or 2 walt taps only) - 4.9 dBA

GASYTT RETWEER
SPALIR & MOUNTING
SURFACE —
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D" RING GASKET
(1) PROVIDED

STI-1210E
STi-1221E

"0° RING GASKET
{1} ProVIDED
ENVIRO XIT CONDUR

sSuB-i23

Safety Technology
International, [nc.
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Accessories for Stopper® Dome for Horn/Speaker/Strobe with Open Backbox
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STi-1217
. ; 18038 . sUB-123 5UB8-84
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Stopper® Dome for Horn/Speaker/Strobe with Open Backbox

STI-

1217

This virtually indestruclible cover {stoifed lor a homfstrobe or speaker/strobe unil) io molded of clear,
thick, UV-stabRized polycarbonate material hhlbﬂnﬂMaﬂluﬁdenM damage lo surface
moun! sirobemomispesker units. The Stopper Dama is backed agalnst
breakage of the putyearbonate [n mmumsmmmmmmmwunmmm
open backbax wit P

STI-1217 FEATURES

LGB B O 2 K ]

(A NN E R NN RN N N N R ]

UL Usted o U.S. and Canadian safely slandards.

Siotled cover alfows hom to be heand,

Helps praveni accidentel and inlenlionsi damage or vandslism,
Easy sctess for service.

UV-siebilized,

For mfuos muullhd' unks
Typlcal b are -40" lo m‘F (- 40‘ lo izrc;.
Lifetima narame mml breal:nge of poiycarbonate In normat us

Light Derating Factor

20% - ADT Security - ADTG{-V Series

22% - Amseco - SL24W - 153075

22% - Amseco Colored Lenses - SL24W-153075 AB.G, orR
22% - Amseco Colored Lenses - SL24C - 3075110 AB,G, or R
22% . Amseco Colored Lenses - CSL24W- AB.G. orR
22% - Amseco Colored Lenses - CSL24C - ABG, or R
27% - Dalection Syslems - GES24 Serias

27% - Delection Syslems - GES24-16/75

33% - EET / Edwards - 24405 Series

33% - EST/ Edwands - 202 Sedes

20% - EST [ Edwands - G1-V Series

20% - EST { Edwanls « G1-HV Sedes

20% - EST / Edwands - G1-HOV

20% - EST / Edwands - EGI-Y Seras

20% - EST / Edwands - EG1-HV Series

20% - EST / Edwards - EGI-HOV Sedes

27% - Gunm: GES24-1575

27% - Haningion Signal - GES24 Series
27% - Hamington Signal - GES24-1575
20% - Honeywell - XLSG1-V Serles
33% - Honeywell - XLS202 Series
20% - Honeywel - XLSG1.HV Series
20% - Honeywell - XLEG 1-HOV Serles
22% - Mircom - FS240

33% - Mircom - MS Serfes

20% - Mircom - 14G1-V Sexias

20% - Mircom - MG1-HV Serles

20% - Mircom - MG1-HOV Serfes
20% - Mitong - MG1-V Series

27% - Mational Téme & Signal - GES24-15/75
22% - Poller Eleciric - AS24-163075R

22% - Poller Elechic - AS24-153075W

27% - Seculron - GES24 Sedes

27% - Secutron - GES24-15/75

38% - Wheelock - RES-24MCC
20% - Ziton Ply Ltd - 2G1-V Sesles

Sound Derating Factor

6.2 dBA - Homs - Amseco Audible Horn Sounders
4.1 dBA - Speakers - Slemens Adepier Seres (0.5, 1 or 2 wall taps only)

Page 2 of 2
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